
MMY-SAP1206HT8P-E

RBM-BY105E

RBM-BY55E

RBM-BY55E

CAM 1 DX
MMK-AP0057HP-E
CAM 1 DX P3

1.49/1.21 1.68 kW

RBM-BY55E

CAM 2 DX
MMK-AP0057HP-E
CAM 2 DX P3

1.49/1.20 1.68 kW

CAM 3 DX
MMK-AP0057HP-E
CAM 3 DX P3

1.48/1.20 1.68 kW

RBM-BY55E

CAM 1 SN
MMK-AP0057HP-E
CAM 1 SN P3

1.51/1.23 1.69 kW

RBM-BY55E

CAM 2 SN
MMK-AP0057HP-E
CAM 2 SN P3

1.51/1.22 1.69 kW

CAM 3 SN
MMK-AP0057HP-E
CAM 3 SN P3

1.50/1.21 1.69 kW

RBM-BY105E

RBM-BY55E

RBM-BY55E

CAM 1 DX
MMK-AP0057HP-E
CAM 1 DX P2

1.49/1.20 1.68 kW

RBM-BY55E

CAM 2 DX
MMK-AP0057HP-E
CAM 2 DX P2

1.48/1.20 1.68 kW

CAM 3 DX
MMK-AP0057HP-E
CAM 3 DX P2

1.47/1.19 1.67 kW

RBM-BY55E

CAM 1 SN
MMK-AP0057HP-E
CAM 1 SN P2

1.49/1.21 1.68 kW

RBM-BY55E

CAM 2 SN
MMK-AP0057HP-E
CAM 2 SN P2

1.49/1.20 1.68 kW

CAM 3 SN
MMK-AP0057HP-E
CAM 3 SN P2

1.48/1.20 1.68 kW

RBM-BY55E

RBM-BY55E

CAM 1 SN P1
MMK-AP0057HP-E
CAM 1 SN P1

1.47/1.19 1.67 kW

RBM-BY55E

CAM 2 SN P1
MMK-AP0057HP-E
CAM 2 SN P1

1.46/1.18 1.67 kW

CAM 3 SN P1
MMK-AP0057HP-E
CAM 3 SN P1

1.46/1.18 1.66 kW

RBM-BY55E

CAM 1 DX
MMK-AP0057HP-E
CAM 1 DX P1

1.45/1.17 1.66 kW

RBM-BY55E

CAM 2 DX
MMK-AP0057HP-E
CAM 2 DX P1

1.44/1.17 1.66 kW

CAM 3 DX
MMK-AP0057HP-E
CAM 3 DX P1

1.44/1.16 1.66 kW

Unità Esterna

MMY-SAP1206HT8P-E
31.43 36.32 kW

Super Modular Multi System (SMMS-e)

15.00 m
12.7-28.6

2.00 m  9.5-15.9

10.00 m  9.5-12.7

1.00 m
6.4-9.5

3.00 m  9.5-12.7

1.00 m
6.4-9.5

3.00 m
6.4-9.5

3.00 m  9.5-12.7

1.00 m
6.4-9.5

3.00 m  9.5-12.7

1.00 m
6.4-9.5

3.00 m
6.4-9.5

9.50 m  12.7-22.2

1.00 m  9.5-15.9

5.00 m  9.5-12.7

1.00 m
6.4-9.5

3.00 m  9.5-12.7

1.00 m
6.4-9.5

3.00 m
6.4-9.5

2.00 m  9.5-12.7

1.00 m
6.4-9.5

3.00 m  9.5-12.7

1.00 m
6.4-9.5

3.00 m
6.4-9.5

10.50 m  9.5-15.9

2.00 m  9.5-12.7

1.00 m
6.4-9.5

3.00 m  9.5-12.7

1.00 m
6.4-9.5

3.00 m  6.4-9.5

10.00 m  9.5-12.7

1.00 m
6.4-9.5

3.00 m  9.5-12.7

1.00 m
6.4-9.5

3.00 m
6.4-9.5

Lavori di manutenzione ordinaria e straordinaria per il recupero
funzionale del teatro Tito Marrone nel Comune di Erice.
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